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REMOVE EXCESS

?/E;ETCAT\ON 2” OPERATING NUT
(AWWA C509)
VALVE OPERATOR EXTENSION
NOTES:

1. BAR AND PLATE SHALL BE ASTM A 36. DENVER WATER >
1600 West 12th Avenue<Denver, Colorado 80204
2. HSS SHALL BE ASTM A 500 GR B. Phone(303)628—6000¢ Telecopier No.(303)628—6851

3. ASSEMBLY SHALL BE COATED WITH LIQUID EPOXY, 16 MIL

(D:EEO;\:LMBLT/:{éiKNESSH\ENENA:C(FIE)EPANCE WITH AWWA C210. VALVE OPERATOR EXTEN SION
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