TO MATCH SUPPORTED
COMPONENT

1/4” NEOPRENE PAD
(ASTM D 2000: 1BC610)

SST BAR 2 1/2"x5/8” x 0’6"

2"¢ SST THD ROD

(ASTM A 193 GRADE B8 OR B8M)

27 SST HVY HEX NUT
(ASTM A 194 GRADE 8 OR 8M)

6" MIN WHEN
FULLY EXT
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L I J 3"¢ SCHED 40 SST PIPE

VARIES — 38”7 MAX AT FULL EXT

AN

SST BAR 47x5/8" x 0'—4”"

L

(ASTM A 312 TYPE 304 OR 316)

-

SST PL 9"x5/8" x 0'-9”

NOTE:

BAR MATERIAL TO BE ASTM A 240 TYPE 304 OR 316
(Fy = 30 ksi MINIMUM).
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