24"¢ MH RING & COVER

GROUND LINE 24”¢ CONC EXT COLLARS
B R RO LS RO LU
PN NN N
y PRI /6"¢ VENT PIPE
1</
1" MASTIC ’ | g
OPNG TO BE X 90"¢ PRECAST
PRECAST b . FLG LUG |, CONC MH
(TYP) (2TY|(3:;:)RP sToP EE\K/VOR | /
90" MJ BEND BSTC /FLG x SPIGOT
\ 90° MJ BEND
S8, & I W— o
% _ E L FLOW 7 i
FLG x SPIGOT/ _/' -ZFLG « smomx ] 4 0
6" VENT PIPE / | sowe covee A
. STD ADJ SPRT [ CGRATE
(TYP)
g | e
4 | | 9
- " 1. %
NS \\\//\\\/

PRECAST CONC
BASE SECT

NOTE:

SEE SHEET 40 FOR PLAN VIEW & ADDITIONAL NOTES.

30"¢ OPNG FOR SUMP

CONC FLR

DENVER WATER ’
1600 West 12th Avenue-Denver, Colorado 80204

Phone(303)628—6000- Telecopier No.(303)628—6851

PRESSURE REGULATING OR CHECK
VALVE MANHOLE INSTALLATION
TYPICAL CROSS SECTION

Scale: _ NONB |DC|te _February 2015

Drawn: _CAM._ _ _[ck. _ _ KROSS_ _

Approved: ﬁ%ﬁ%%—_ Dr._127 _No._ 35
v

SHEET 41




