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NOTES:

1.

THIS INSTALLATION MAY BE REPLACED BY A FIRE HYDRANT
WHERE APPROVED BY DENVER WATER FOR 167 AND 207
MAINS.

COAT PIPES, VALVES AND FITTINGS IN ACCORDANCE WITH
MS—26.

WELD—ON OUTLETS ARE PERMISSIBLE IF QUALIFIED WELDERS
AND PROCEDURES ARE USED IN ACCORDANCE WITH

ANSI/AWS D11.2.
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